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Sabah Al Ahmed Sea City Project - STP 1: Valves Technical Submittal - Review Comments 

Technical Submittal ref.: VWG-A1M-PPLT-11045 Rev.o Date: April 01, 2018 

SI. No. Doc. No. Clause Ref. KEO Comment 

Section 2 Compliance, Section 
1 VWG-AlM-PPLT-11045 33 33 48 Check Valves, Clause Contractor shall comply with specifications requirements. 

2.04, Item A-4 
~ -~·~--1-----------·1--·· ·--~-···--------- -- ---·----- -- --------- --

Section 2 Compliance, Section 

2 VWG-AlM-PPLT-11045 33 33 48 Check Valves, Clause Contractor shall comply with specifications requirements . 

. ··-· ......... 2.07, Item C .. __ .... ·----· .--··· ·----1----------
S e cti on 2 Compliance, Section Provided compliance table is not clear. However, Contractor to confirm compfiance with all specifications 

3 VWG-AlM-PPLT-11045 4610 lO items 
---1-----------r----··-· ·········---------·-·· ·----- ·· -· 

No compliance provided for pressure refief I regulating valves. Contractor to confirm it shall be part of this 
4 VWG-AlM-PPLT-11045 Section~-~o_m __ P 1_ianc~General submissionoritwill be in separate materjalsubmission 

Data sheets provided only for Butterfly Valves, Check Valves and Gate Valves. Data Sheets Shall be 

provided for af! va!ves induded under this material submittal. Also, provided data sheets is part of 
5 VWG-AlM-PPLT-11045 Section 4 Data Sheet, General . . . . . . . 

' catalogues not spec1f1c data sheet for each valve type. Specific data sheet with full spec1ficat1ons shal: be 

provided for all types of valves 
---··~-·~···~ ·····--··-··-·····--···-·~·-····---- ---------i~P_ro_v_i_d~-~T-d~-t~--sheet is onlY-~-p--t~ 'di-~-meter 400mm while we have gate valves with diameter SOOmm. 

6 VWG-AlM-PPLT-11045 Section 4 Data Sheet, Gate Valve . . . . . 
--·------~- ' Contractor to update data sheet to include all d1am_e.tE>r_s_appl1ed in the proJec .. t ... · .................... . 

- Items 19 & 20 refer to lOOmm gate valves for air release valves isolation at SBR feed discharge. These 

valves not in contract va[ve list. Contractor to confirm the need of these valves. 

- ftems 21 to 26, Contractor to confirm the diameter 200mm as provided or 100mm as per contract 

documents. 

- Items 27 to 32, Contractor to confirm the diameter 250mm as provided or 200mm as per contract 

documents. 
- Items 62 & 63, Contractor to confirm the diameter 300mm as provided or 200mm as per contract 

7 VWG-AlM-PPLT-11045 Section 5, Valve List, Gate Valve d 
ocuments. 

- Two 250mm dia. manual gate valves at irrigation pump station (A3.IRSP.00 PSV.01 & 02) mentioned in 

contract documents and missing from va!ve list. Contractor to clarify. 

- Two lOOmm dia. manual gate valves at headworks (A3.HW.GV 01 & 02) mentioned in contract 

documents and missing from valve list. Contractor to clarify. 

- One 125mm dia. manual gate valve at headworks (A3.HW.GV 03 &) mentioned in contract documents 

and missing from valve list. Contractor to clarify. 
~---'----~-··~··-· ••••••••M•-···- ••••M•-·· -·~·-· ------ ----------- ----- ---------



Sabah Al Ahmed Sea City Project - STP 1: Valves Technical Submittal - Review Comments 

Technical Submittal ref.: VWG-A1M-PPLT-11045 Rev.a Date: April 01, 2018 

SI. No. Doc. No. Clause Ref. KEO Comment 

- Items 71 & 76, Contractor to confirm the diameter 250mm as provided or lOOmm as per contract 
documents. 

- Items 91 & 92, Contractor to confirm the diameter 200mm as provided or 250mm as per contract 

Section S, Valve List, Non Return documents. 
8 VWG-AlM-PPLT-11045 

Valves - Items 93 & 98, Contractor to confirm the diameter 300mm as provided or 200mm as per contract 

documents. 

- Two 100mm dia. non return valves at headworks (A3.HW.CV 01 & 02) mentioned in contract documents 

---------··-- ---------~·- ------- -------- --- - --· ---
and J11issingfro_rn_valve_lis!-___Contractor to clarify_ 

- !terns 121 to 126, Contractor to confirm the diameter 350mm as provided or 250mm as per contract 

Section 5, Valve List, Butterfly documents. 
9 VWG-AlM-PPLT-11045 

Valves - Items 129 to 131, Contractor to confirm the diameter 250mm as provided or 200mm as per contract 

documents. 
----___ .. ____ ------ ------- -··· .. ----

10 VWG-AlM-PPLT-11045 
Section 5, Valve List, Ball Valves Contractor to confirm that ball va!ves and sofenoid valves will be provided as per contract documents and 

& Solenoid Valves vendor packages requirements. 
·----- ------ -------··-·- ---- f------------·-·- ··--- """ .......... --- ----------- --- ------

11 VWG-AlM-PPLT-11045 
Section 5, Valve List, Air Release - ltems 150 & 151 refer to 80mm air release valves at SBR feed discharge. These valves not in contract 

Valves valve list. Contractor to confirm the need of these valves. 
------·-------- - ---------·-- - -------- ----

12 VWG-AlM-PPLT-11045 Section 5, Valve_Ljst, General ___ Pri:.~-~-Ll-~-~-E~!ief L reg~_!.~.!~ __ r:!_~ valves not i~_~luded in va!ve list. Contractor to clarify 
------- ---

ICA Comments --- ----
--- _________ ,, __ 

-------------- -------.. ,. ------------ ------------- ------

It is noted that the Contractor has used electrical Actuators from M/s Au ma for Valves & M/s Rotork for 

13 VWG-AlM-PPLT-11045 Actuators - Genera! Penstocks. KEO recommends that air actuators are from a sing!e manufacturer. The Client sha!I take the 

final decision to accept the Contractor's proposal of having two different manufacturers_ 
--- --- ---- ------- ---- ------- ----- - -------------------- ----- --

14 VWG-AlM-PPLT-11045 Technical Literature 
included Actuator Technical Literature is generic in nature. High!ight the relevant options & features 

provided, specific to the Project_ 
------------- ----------------- r------·-"" ----------- ----- -- ------------------ --------'"'""""" --- ----------- ----

15 VWG-AlM-PPLT-11045 Actuator Data Sheet Project Specific Data Sheet for each Valve/Gate Actuator to be provided 
------- ---------------- ·-·- - ---------- -------------····· .. -------------··--.. -- ---------------------------------------- ---------------------

16 VWG-AlM-PPLT-11045 Actuator Spare Parts_Li_st_ _____ Submit Manufacturer recommended Spare Parts list as specified. 
-·----- !----..... - ---- ------ ---------------------------- - _,_,, ________ ------------------- -------

Are Pressure Gauges, Stem Thermometer & related accessories, part of this submittal or just included as 

17 VWG-AlM-PPLT-11045 Instruments - General part of the Company profile? If yes, compliance to relevant parts of the Project specifications has to be 

---- ---------- ________ .. _______ ---- ___________ ,,__ ----- ----
in_clud ed an d_proje_ct specificdatashe.,_ts to_ bea_ttac_h_ed. 




